


 
 

 
 
 

DAMAGED DELINEATORS 
 
 
 
 
 

ITEM NOTED TO BE ADDRESSED BY MDX CONTRACT NO. RFP 09-01 
 
 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM  

DOLPHIN EXPRESSWAY (SR- 836): 14 MILES 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: A-001 
DATE: 4-21-2011 
 

 
ARCHITECTURAL INSPECTION 

TOLL PLAZA 
LOCATION: SR 836 NW 17th AVENUE 

 
 
 

 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 
 
 

DETERIORATED SHOULDER STRIPING 
 

 
 

 
 

ITEM NOTED TO BE ADDRESSED BY MDX PROJECT NO. 30032 
 
 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM  

DOLPHIN EXPRESSWAY (SR- 836): 14 MILES 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: A-002 
DATE: 3-24-2011 
 

 
ARCHITECTURAL INSPECTION 

TOLL PLAZA 
LOCATION: EASTBOUND  OFF RAMP TO NW 17AVE SB 

                                       LEFT SHOULDER 
 

 
 

 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 
 
 

DETERIORATED PAVEMENT STRIPING / MISSING RPMS 
 

 
 

 
 

ITEM NOTED TO BE ADDRESSED BY MDX PROJECT NO. 83624 
 
 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM  

DOLPHIN EXPRESSWAY (SR- 836): 14 MILES 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: A-003 
DATE: 3-28-2011 
 

 
ARCHITECTURAL  INSPECTION 

TOLL PLAZA 
LOCATION: EASTBOUND OFF RAMP TO NW 17th AVE 

RIGHT SHOUDER 
 

 
 

 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 
 

 
 

 
 

COMMENTS: THE OVERALL CONDITION OF THE ROOF MEMBRANE SHOWS 
NO SIGNS OF DETERIORATION AND NO LEAKS WERE DETECTED 

 
 
 

 
 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-004 
DATE: 4-21-2011 

 

ROOF INSPECTION 
LOCATION: SR 836 NW 17TH AVE TOLL PLAZA 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



INSPECTED BY:  O. SANCHEZ 

EXTERIOR WALLS
EXTERIOR DOORS
EXTERIOR DOOR HARDWARE
EXTERIOR PAINT
SIDEWALK
HANDICAP RAMP
GROUNDS AREA
FENCE
PAVEMENT TYPE & CONDITION
WINDOWS
SAFETY RAILING 
INTERIOR WALLS
INTERIOR DOORS
INTERIOR DOOR HARDWARE
CEILING TILES
INTERIOR PAINT
INTERIOR FLOORS
CABINETS

ROOF MATERIALS
ROOF PENETRATIONS
OTHER

LIGHT FIXTURES
LIGHT SWITCHES
OUTLETS
WATER HEATER
TELEPHONES
EXTERIOR LIGHT FIXTURES

CONDUITS
ELECTRICAL BOX

EMERGENCY GENERATOR

GENERATOR EXHAUST 
CONTROL PANEL
FUEL TANK
TANK VENT 
MONITORING WELLS

HVAC EQUIPMENT
HVAC GRILLES/ OUTLETS
EXHAUST FANS
WATER COOLER

TOILETS
URINALS
VANITIES
PLUMBING FIXTURES
HOSE BIBBS
FLOOR DRAINS
ROOF DRAINS
WATER PRESSURE

MDX ANNUAL NW 17th AVENUE ADMINISTRATION BUILDING INSPECTION
2011

WORK IDENTIFIED UNDER COMMENTS COLUMN IS BEING ADDRESSED UNDER THE SPECIFIED MDX PROJECT

STATE ROAD:  SR- 836 DOLPHIN EXPRESSWAY   DATE: 4/29/2011
DIRECTION: EASTBOUND; MP 12.78 MILES  

ASSET COMMENTS PHOTO NUMBER
ARCHITECTURAL

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

LOCKERS No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

ELECTRICAL
No Work Needs Were Identified

ROOF INSPECTION ASSESSMENT
The overall condition of the Roof membrane 
shows no signs of deterioration and no leaks 

were detected
A-001

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

LIGHTNING RODS / CONNECTIONS No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

BREAKER PANEL No Work Needs Were Identified
No Work Needs Were Identified

GENERATOR MUFFLER No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

OTHER No Work Needs Were Identified
MECHANICAL

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

PLUMBING
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified



 
 

 

 
 
 

 
COMMENTS: THE OVERALL CONDITION OF THE ROOF MEMBRANE SHOWS 

NO SIGNS OF DETERIORATION AND NO LEAKS WERE DETECTED 
 
 
 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-001 
DATE: 4-21-2011 

 

ROOF INSPECTION 
LOCATION: SR 836 NW 17TH AVENUE 

ADMINISTRATION BUILDING 

 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



INSPECTED BY:  O. SANCHEZ  

CANOPY 
GANTRY STRUCTURE
ISLANDS
CONCRETE PAVEMENT
WATER TREATMENT ENCLOSURE

OTHER

CANOPY LIGHTING
FLASHING BEACON LIGHTS

LANE LIGHTS
LIGHTNING RODS

TOLL EQUIPMENT
SECURITY CAMERAS
PULL BOX

BARRIERS AND FENCES
BARRIER WALL
FENCE
GUARDRAIL

BOLLARDS
PERSONAL SAFETY GATES
PERSONAL SAFETY CHAIN

PAVEMENT MARKINGS/ SIGNAGE
PAVEMENT MESSAGE
STRIPING
REFLECTIVE PAVEMENT MARKERS
OVERHEAD SIGN STRUCTURES

OBJECT MARKER
REGULATORY SIGN
GUIDE SIGN
WARNING SIGN

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

MDX ANNUAL NW 97TH AVENUE EB TOLL PLAZA INSPECTION
2011

ASSET COMMENTS PHOTO NUMBER

DATE:  4/29/2011

WORK IDENTIFIED UNDER COMMENTS COLUMN IS BEING ADDRESSED UNDER THE SPECIFIED MDX PROJECT

ARCHITECTURAL

STATE ROAD:  SR- 836 DOLPHIN EXPRESSWAY
DIRECTION: EASTBOUND; MP 4.50 MILES  

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

CORRODED BOTTOM SECTION OF 
STEEL DOOR A-001

ELECTRICAL

No Work Needs Were Identified

ROOF INSPECTION ASSESSMENT
The overall condition of the Roof 

membrane shows no signs of 
deterioration and no leaks were detected

A-002

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

TOLL SIGNAL No Work Needs Were Identified

REFLECTOR SIGN No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

OVERHEAD SIGN LUMINAIRES

No Work Needs Were Identified
No Work Needs Were Identified

ATTENUATOR

No Work Needs Were Identified



 
 
 
 

 
 

 
CORRODED BOTTOM SECTION OF STEEL DOOR 

 
 

 
ITEM NOTED TO BE ADDRESSED BY MDX CONTRACT NO. RFP-09-01 

 
 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM  

DOLPHIN EXPRESSWAY (SR- 836): 14 MILES 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: A-001 
DATE: 5-20-2011 
 

 
ARCHITECTURAL INSPECTION 

TOLL PLAZA 
LOCATION: SR 836 EASTBOUND AT NW 97TH AVENUE 

 
 
 

 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 

 
 

 
 

COMMENTS: THE OVERALL CONDITION OF THE ROOF MEMBRANE SHOWS 
NO SIGNS OF DETERIORATION AND NO LEAKS WERE DETECTED 

 
 
 
 

 
 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-002 
DATE: 5-20-2011 

 

ROOF INSPECTION 
LOCATION: EB SR 836 NW 97TH AVE TOLL PLAZA 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



INSPECTED BY:  O. SANCHEZ  

EXTERIOR WALLS
EXTERIOR DOORS
EXTERIOR DOOR HARDWARE
EXTERIOR PAINT
SIDEWALK
HANDICAP RAMP
GROUNDS AREA
FENCE
PAVEMENT TYPE & CONDITION
WINDOWS
SAFETY RAILING 
INTERIOR WALLS
INTERIOR DOORS
INTERIOR DOOR HARDWARE
CEILING TILES
INTERIOR PAINT
INTERIOR FLOORS
CABINETS

ROOF MATERIALS
ROOF PENETRATIONS
OTHER

LIGHT FIXTURES
LIGHT SWITCHES
OUTLETS
WATER HEATER
TELEPHONES
EXTERIOR LIGHT FIXTURES

CONDUITS
ELECTRICAL BOX

EMERGENCY GENERATOR

GENERATOR EXHAUST 
CONTROL PANEL
FUEL TANK
TANK VENT 
MONITORING WELLS

HVAC EQUIPMENT
HVAC GRILLES/ OUTLETS
EXHAUST FANS
WATER COOLER

TOILETS
URINALS
VANITIES
PLUMBING FIXTURES
HOSE BIBBS
FLOOR DRAINS
ROOF DRAINS
WATER PRESSURE

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

PLUMBING

MECHANICAL
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

OTHER No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

BREAKER PANEL No Work Needs Were Identified
No Work Needs Were Identified

GENERATOR MUFFLER No Work Needs Were Identified

LIGHTNING RODS / CONNECTIONS No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

ROOF INSPECTION ASSESSMENT
The overall condition of the Roof membrane 
shows no signs of deterioration and no leaks 

were detected
A-001

ELECTRICAL

LOCKERS No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

DIRECTION: EASTBOUND; MP 4.50 MILES  

ASSET COMMENTS PHOTO NUMBER
ARCHITECTURAL

MDX ANNUAL NW 97th AVENUE EB ADMINISTRATION BUILDING INSPECTION
2011

WORK IDENTIFIED UNDER COMMENTS COLUMN IS BEING ADDRESSED UNDER THE SPECIFIED MDX PROJECT

STATE ROAD:  SR- 836 DOLPHIN EXPRESSWAY   DATE: 4/29/2011



 
 

 

 
 

 
 

COMMENTS: THE OVERALL CONDITION OF THE ROOF MEMBRANE SHOWS 
NO SIGNS OF DETERIORATION AND NO LEAKS WERE DETECTED 

 
 
 
 

 
 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-001 
DATE: 5-20-2011 

 

ROOF INSPECTION 
LOCATION: EB SR 836 NW 97TH AVE TOLL PLAZA 

ADMINISTRATION BUILDING 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



INSPECTED BY:  O. SANCHEZ 

CANOPY 
GANTRY COLUMNS
ISLANDS
CONCRETE PAVEMENT
WATER TREATMENT ENCLOSURE
OTHER

OUTFALL

CANOPY LIGHTING
FLASHING BEACON LIGHTS

LANE LIGHTS
LIGHTNING RODS

TOLL EQUIPMENT
SECURITY CAMERAS

BARRIERS AND FENCES
BARRIER WALL
FENCE
GUARDRAIL

BOLLARDS
PERSONAL SAFETY GATES

PAVEMENT MARKINGS/ SIGNAGE
PAVEMENT MESSAGE
STRIPING
REFLECTIVE PAVEMENT MARKERS
OVERHEAD SIGN STRUCTURES

OBJECT MARKER
REGULATORY SIGN
GUIDE SIGN
WARNING SIGN

PERSONAL SAFETY CHAIN

ATTENUATOR

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

TOLL SIGNAL No Work Needs Were Identified

ROOF INSPECTION ASSESSMENT
The overall condition of the Roof membrane 

shows no signs of deterioration and no leaks were 
detected

A-003

OTHER

DRAINAGE
A-002

REFLECTOR SIGN No Work Needs Were Identified

OVERHEAD SIGN LUMINAIRES No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

SILTED

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

ARCHITECTURAL

STATE ROAD:  SR- 836 DOLPHIN EXPRESSWAY
DIRECTION: WESTBOUND; MP 4.40 MILES  

No Work Needs Were Identified
CORRODED GANTRY END CAP A-001

No Work Needs Were Identified

MDX ANNUAL NW 97TH AVENUE WB TOLL PLAZA INSPECTION
2011

ASSET COMMENTS PHOTO NUMBER

DATE:  3/15/2011

WORK IDENTIFIED UNDER COMMENTS COLUMN IS BEING ADDRESSED UNDER THE SPECIFIED MDX PROJECT

ELECTRICAL

AIRCONDITIONING No Work Needs Were Identified



 
 

 
 

 
CORRODED GANTRY END CAP 

 
 

 
 
 

ITEM NOTED TO BE ADDRESSED BY MDX PROJECT NO. 83614 WARRANTY 
 

 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM  

DOLPHIN EXPRESSWAY (SR- 836): 14 MILES 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: A-001 
DATE: 3-15-2011 
 

 
ARCHITECTURAL INSPECTION 

LOCATION: TOLL PLAZA WESTBOUND AT NW 97TH AVENUE 
& EASTBOUND AT NW 137TH AVENUE 

 
 

 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 
 
 

 SILTED OUTFALL 
 

 
 
 
 

ITEM NOTED TO BE ADDRESSED BY MDX CONTRACT NO. RFP 09-01 
 
 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM  

DOLPHIN EXPRESSWAY (SR- 836): 14 MILES 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: A-002 
DATE: 3-15-2011 
 

 
ROADWAY INSPECTION 

LOCATION: TOLL PLAZA WEST BOUND  OFF RAMP TO 
NW 107th AVE NB RIGHT SHOULDER 

 
 
 

 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 

 
 

 
 

COMMENTS: THE OVERALL CONDITION OF THE ROOF MEMBRANE SHOWS 
NO SIGNS OF DETERIORATION AND NO LEAKS WERE DETECTED 

 
 
 
 

 
 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-003 
DATE: 5-20-2011 

 

ROOF INSPECTION 
LOCATION: WB SR 836 NW 97TH AVE TOLL PLAZA 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



INSPECTED BY:  O. SANCHEZ 

EXTERIOR WALLS
EXTERIOR DOORS
EXTERIOR DOOR HARDWARE
EXTERIOR PAINT
SIDEWALK
HANDICAP RAMP
GROUNDS AREA
FENCE
PAVEMENT TYPE & CONDITION
WINDOWS
SAFETY RAILING 
INTERIOR WALLS
INTERIOR DOORS
INTERIOR DOOR HARDWARE
CEILING TILES
INTERIOR PAINT
INTERIOR FLOORS
CABINETS

ROOF MATERIALS
ROOF PENETRATIONS
OTHER

LIGHT FIXTURES
LIGHT SWITCHES
OUTLETS
WATER HEATER
TELEPHONES
EXTERIOR LIGHT FIXTURES

CONDUITS
ELECTRICAL BOX

EMERGENCY GENERATOR

GENERATOR EXHAUST 
CONTROL PANEL
FUEL TANK
TANK VENT 
MONITORING WELLS

HVAC EQUIPMENT
HVAC GRILLES/ OUTLETS
EXHAUST FANS
WATER COOLER

TOILETS
URINALS
VANITIES
PLUMBING FIXTURES
HOSE BIBBS
FLOOR DRAINS
ROOF DRAINS
WATER PRESSURE

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

PLUMBING

MECHANICAL
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

OTHER No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

BREAKER PANEL No Work Needs Were Identified
No Work Needs Were Identified

GENERATOR MUFFLER No Work Needs Were Identified

LIGHTNING RODS / CONNECTIONS No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

ROOF INSPECTION ASSESSMENT
The overall condition of the Roof membrane 
shows no signs of deterioration and no leaks 

were detected
A-001

ELECTRICAL

LOCKERS No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

DIRECTION: WESTBOUND; MP 4.40 MILES  

ASSET COMMENTS PHOTO NUMBER
ARCHITECTURAL

MDX ANNUAL NW 97th AVENUE WB ADMINISTRATION BUILDING INSPECTION
2011

WORK IDENTIFIED UNDER COMMENTS COLUMN IS BEING ADDRESSED UNDER THE SPECIFIED MDX PROJECT

STATE ROAD:  SR- 836 DOLPHIN EXPRESSWAY   DATE: 4/29/2011



 
 

 
 

 
COMMENTS: THE OVERALL CONDITION OF THE ROOF MEMBRANE SHOWS 

NO SIGNS OF DETERIORATION AND NO LEAKS WERE DETECTED 
 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-001 
DATE: 5-20-2011 

 

ROOF INSPECTION 
LOCATION: WB SR 836 NW 97TH AVE TOLL PLAZA 

ADMINISTRATION BUILDING 

 
 
 
 
 
 
 
 
 
 
 
 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



STATE ROAD: SR- 874 DON SHULA EXPRESSWAY
INSPECTED BY:  M.DUDEKULA 

EXTERIOR WALLS
EXTERIOR DOORS
EXTERIOR DOOR HARDWARE
EXTERIOR PAINT
SIDEWALK
HANDICAP RAMP
GROUNDS AREA
FENCE
PAVEMENT TYPE & CONDITION
WINDOWS
SAFETY RAILING 
INTERIOR WALLS
INTERIOR DOORS
INTERIOR DOOR HARDWARE
CEILING TILES
INTERIOR PAINT
INTERIOR FLOORS
CABINETS

ROOF MATERIALS
ROOF PENETRATIONS

OTHER

LIGHT FIXTURES
LIGHT SWITCHES
OUTLETS
WATER HEATER
TELEPHONES
EXTERIOR LIGHT FIXTURES
LIGHTNING RODS
CONDUITS
ELECTRICAL BOX
EMERGENCY GENERATOR

GENERATOR EXHAUST 
CONTROL PANEL
FUEL TANK
TANK VENT 
MONITORING WELLS

HVAC EQUIPMENT
HVAC GRILLES/ OUTLETS
EXHAUST FANS
WATER COOLER

TOILETS
URINALS
VANITIES
PLUMBING FIXTURES
HOSE BIBBS
FLOOR DRAINS
ROOF DRAINS
WATER PRESSURE

ROOF INSPECTION ASSESSMENT
The overall condition of the Roof membrane 

shows no signs of deterioration and no leaks 
were detected

A-001

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

LOCKERS

ELECTRICAL

MECHANICAL
OTHER

GENERATOR MUFFLER

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

PLUMBING

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

MDX ANNUAL ADMINISTRATION BUILDING INSPECTION
2011

ASSET COMMENTS PHOTO NUMBER

WORK IDENTIFIED UNDER COMMENTS COLUMN IS BEING ADDRESSED UNDER THE SPECIFIED MDX PROJECT

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

DIRECTION: NORTHBOUND; MP: 1.18 MILES
DATE: 4/27/2011

ARCHITECTURAL



 
 

 

 
 

 
 

COMMENTS: THE OVERALL CONDITION OF THE ROOF MEMBRANE SHOWS 
NO SIGNS OF DETERIORATION AND NO LEAKS WERE DETECTED 

 
 
 
 

 
 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-001 
DATE: 5-20-2011 

 

ROOF INSPECTION 
LOCATION: SR 874 ADMINISTRATION BUILDING 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



STATE ROAD: SR- 924 GRATIGNY PARKWAY   DATE:
                            INSPECTED BY:  O. SANCHEZ 

EXTERIOR WALLS
EXTERIOR DOORS
EXTERIOR DOOR HARDWARE
EXTERIOR PAINT
SIDEWALK
HANDICAP RAMP

GROUNDS AREA

FENCE
PAVEMENT TYPE & CONDITION
WINDOWS
SAFETY RAILING 
INTERIOR WALLS
INTERIOR DOORS
INTERIOR DOOR HARDWARE
CEILING TILES
INTERIOR PAINT
INTERIOR FLOORS
CABINETS

ROOF MATERIALS
ROOF PENETRATIONS

OTHER

LIGHT FIXTURES
LIGHT SWITCHES
OUTLETS
WATER HEATER
TELEPHONES
EXTERIOR LIGHT FIXTURES
LIGHTNING RODS
CONDUITS
ELECTRICAL BOX
EMERGENCY GENERATOR

GENERATOR EXHAUST 
CONTROL PANEL
FUEL TANK
TANK VENT 
MONITORING WELLS

HVAC EQUIPMENT
HVAC GRILLES/ OUTLETS
EXHAUST FANS
WATER COOLER

TOILETS
URINALS
VANITIES
PLUMBING FIXTURES
HOSE BIBBS
FLOOR DRAINS
ROOF DRAINS
WATER PRESSURE

No Work Needs Were Identified

LOADING DOCK No Work Needs Were Identified
No Work Needs Were Identified

M-001

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
Rusted Exhaust Hood

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

LOCKERS

ELECTRICAL

MECHANICAL
OTHER

GENERATOR MUFFLER

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

PLUMBING

No Work Needs Were Identified

A-001, A-002

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

 UNUSED TOLL  / OTHER EQUIPMENT; 
ABANDONED STORAGE CABINET AND SHELVING

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

ARCHITECTURAL

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

PARKING AREA

MDX ANNUAL ADMINISTRATION BUILDING INSPECTION
2011

ASSET COMMENTS PHOTO NUMBER

3/9/2011
DIRECTION:  MP: 3.52 MILES

WORK IDENTIFIED UNDER COMMENTS COLUMN IS BEING ADDRESSED UNDER THE SPECIFIED MDX PROJECT

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

ROOF INSPECTION ASSESSMENT
The overall condition of the Roof 

membrane shows no signs of 
deterioration and no leaks were detected

A-003

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified



 
 
 

 
 
 

UNUSED TOLL EQUIPMENT 
 
 
 

ITEM NOTED TO BE ADDRESSED BY MDX IN HOUSE ITS / TOLL STAFF 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM 

GRATIGNY PARKWAY (SR- 924): 5.378 MILES 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: A-001 
DATE: 3-09-2011 
 

 
ARCHITECTURAL INSPECTION 

LOCATION: ADMINISTRATION BUILDING  
NORTH ELEVATION 

 
 
 

 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 
 

 
 
 

UNUSED TOLL EQUIPMENT 
 
 
 

ITEM NOTED TO BE ADDRESSED BY MDX IN HOUSE ITS / TOLL STAFF 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM 

GRATIGNY PARKWAY (SR- 924): 5.378 MILES 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: A-002 
DATE: 3-09-2011 
 

 
ARCHITECTURAL INSPECTION 

LOCATION: ADMINISTRATION BUILDING  
NORTH ELEVATION 

 
 

 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 

 
 

 
 

COMMENTS: THE OVERALL CONDITION OF THE ROOF SHOWS MINOR SIGNS OF 
DETERIORATION DUE TO AGING; HOWEVER, THERE WERE NO LEAKS DETECTED 

 
 
 
 

 
 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-003 
DATE: 5-19-2011 

 

ROOF INSPECTION 
LOCATION: SR 924 ADMINISTRATION BUILDING 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
    
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 
 

 
RUSTED EXHAUST FANS HOODS 

 
 

ITEM NOTED TO BE ADDRESSED BY MDX RFP-09-01 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM 

GRATIGNY PARKWAY (SR- 924): 5.378 MILES 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: M-001 
DATE: 3-09-2011 
 

 
ARCHITECTURAL INSPECTION 

LOCATION: ADMINISTRATION BUILDING  
NORTH ELEVATION 

 
 

 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 DATE:
                              INSPECTED BY:  O. SANCHEZ  

EXTERIOR WALLS
EXTERIOR DOORS
EXTERIOR DOOR HARDWARE
EXTERIOR PAINT
SIDEWALK
HANDICAP RAMP
GROUNDS AREA
FENCE
PAVEMENT TYPE & CONDITION
WINDOWS
SAFETY RAILING 
INTERIOR WALLS
INTERIOR DOORS
INTERIOR DOOR HARDWARE
CEILING TILES
INTERIOR PAINT
INTERIOR FLOORS
CABINETS

ROOF OVERHANG
ROOF MATERIALS
ROOF PENETRATIONS
PAVEMENT MARKINGS
PARKING AREA

LIGHT FIXTURES
LIGHT SWITCHES
OUTLETS
WATER HEATER
TELEPHONES
EXTERIOR LIGHT FIXTURES
LIGHTNING RODS
CONDUITS
ELECTRICAL BOX
EMERGENCY GENERATOR

GENERATOR EXHAUST 
CONTROL PANEL
FUEL TANK
TANK VENT 

HVAC EQUIPMENT
HVAC GRILLES/ OUTLETS
EXHAUST FANS
WATER COOLER

TOILETS
URINALS
VANITIES
PLUMBING FIXTURES
HOSE BIBBS
FLOOR DRAINS
ROOF DRAINS
CLEANOUT
WATER PRESSURE

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

MDX ANNUAL ADMINISTRATION BUILDING INSPECTION
2011

ASSET COMMENTS Photo Number

4/25/2011
DIRECTION:  3790 N.W. 21 STREET

WORK INDENTIFIED UNDER COMMENTS COLUMN IS BEING ADDRESSED UNDER THE SPECIFIED MDX PROJECT

STATE ROAD: MDX HEADQUATERS

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

BLISTERING OF ISOLATED AREAS 
AT THE NW CORNER

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

A-001

No Work Needs Were Identified
No Work Needs Were Identified

PLUMBING

LOCKERS

ELECTRICAL

MECHANICAL

GENERATOR MUFFLER

ARCHITECTURAL

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified
No Work Needs Were Identified

No Work Needs Were Identified

No Work Needs Were Identified

ROOF INSPECTION ASSESSMENT
BLDG. 1

The overall condition of the Roof membrane 
shows no signs of deterioration and no leaks 

were detected.
A-002

ROOF INSPECTION ASSESSMENT
BLDG. 2

The overall condition of the Roof membrane 
shows no signs of deterioration and no leaks 

were detected.
A-003



 

 
 

 
BLISTERING OF THE ROOF MEMBRANE IN ISOLATED AREAS 

AT THE NW CORNER 
 
 
 

 
 

ITEM NOTED TO BE ADDRESSED BY MDX CONTRACT NO. RFP 09-01 
 

 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 
EVALUATION OF THE MIAMI-DADE EXPRESSWAY SYSTEM 

  MDX HEADQUARTERS BUILDING 
PHOTOGRAPHIC INVENTORY 

 
 

PHOTO NO.: A-001 
DATE: 4-25-2011 
 

 
 

LOCATION: MDX HEADQUARTERS BLDG No. 2 
 
 

 
 

 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 
 
 
 

COMMENTS: THE OVERALL CONDITION OF THE ROOF MEMBRANE SHOWS 
NO SIGNS OF DETERIORATION AND NO LEAKS WERE DETECTED 

 
 
 
 
 

 
 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-002 
DATE: 4-25-2011 

 

 
ROOF INSPECTION 

LOCATION: MDX HEADQUARTERS – BLDG No. 1 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 



 
 

 

 
 
 
 

COMMENTS: THE OVERALL CONDITION OF THE ROOF MEMBRANE SHOWS 
NO SIGNS OF DETERIORATION AND NO LEAKS WERE DETECTED 

 
 
 
 

 
 
   
 
 

 
GENERAL ENGINEERING CONSULTANT INSPECTION AND 

EVALUATION OF THE MIAMI-DADE EXPRESSWAY 
FACILITIES 

 
 

 
PHOTO NO.: A-003 
DATE: 4-25-2011 

 

 
ROOF INSPECTION 

LOCATION: MDX HEADQUARTERS – BLDG No. 2 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 General Engineering Consultant to the 
 Miami-Dade Expressway Authority 
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